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GENERAL NOTES:

1. MANUFACTURED INSULATED PANELS SHALL BE BY "RASTRA PANEL SYSTEM™.
(ICBC ER—4203).

2. THE RASTRA PANELS ARE MANUFACTURED FROM A MIXTURE OF RECYCLED
POLYSTYRENE BEADS, FPORTLAND CEMENT, ADMIXTURES, AND WATER. THE
PROPRIETARY MIXTURE IS TRADEMARKED AS THASTYRON. THE MATERIAL
HAS A DENSITY BETWEEN 20 AND 24 PCF.

3. ALL PANELS SHALL BE & INCHES DIAMETER CONCRETE CORE
UNLESS NOTED OTHERWISE.

4. FILL ALL CELLS SOLID.

5. PLACING OF CONCRETE IN THE CORES MUST BE ACCOMPLISHED IN
ACCORDANCE WITH SECTION 1905 OF THE UBC.

8. CEMENT FOR CONCRETE INFILL — ASTM C150, TYPE /I, LOW ALKALIL

7. CONCRETE INFILL
a. ASTM C476 — 28 DAY COMPRESSIVE STRENGTH (f'c) = 3,000 PSI
b. SLUMP — 7" £ 1" (9" MAXIMUM AT POINT OF PLACEMENT)

8. PROVIDE SPECIAL INSPECTION FOR CONCRETE MASONRY CONSTRUCTION
UNLESS OTHERWISE OTHERWISE NOTED ON THESE DRAWINGS.

9. INSTALLATION
a. RASTRA WALL ELEMENTS ARE ERECTED IN A VERTICAL OR HORIZONTAL
POSITION, WITH VERTICAL AND HORIZONTAL CAVITIES ALIGNED,
AND REINFORCEMENT INSTALLED AS REQUIRED ON THESE PLANS.
b. THE FANELS MUST BE ADEQUATELY BRACED TO RESIST LATERAL FORCES
DURING THE POURING OF CONCRETE.
c. CARE MUST BE TAKEN TO ENSURE PROPER PLACEMENT AND EMBEDMENT
OF ANCHOR BOLTS AND INSERTS.
d. PROVIDE FULL EMBEDMENT OF ANCHOR BOLTS INTO THE CONCRETE CORES
UNLESS OTHERWISE NOTED.

10. WOOD MEMBERS FOR PLATES OR WINDOW AND DOOR MUST COMPLY WITH
SECTIONS 2316 AND 2317 OF THE UBC.
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